Riviera Utilities
Underground Temporary Service Specifications
Minimum 4" X 4" Treated Wood Pole

NOTE These specs are Rivierd’s minimum requirements

CONTACT LOCAL CITY INSPECTION DEPTS. FOR ADDITIONAL REQUIREMENTS.

All wire shall be rated at 60 Amps
or greater, #6 Cu or #4 AL

Center of meter base mounted
from 4.5' to 5.5' above ground
line

Meter base and breaker panel / m

should both be raintight

Weatherproof receptacle shall have
GFI protection.

#4 bare solid Cu. ground wire Continuous

from ground bus to ground rod
Note: Breaker box may be mounted on

opposite side of meter can. Any
additional methods must be apporoved
by the engineering dept.

Approved ground clamp located 6"

above ground line
Minumum 8' approved
/ground rod

Pole set a minimum of
4' deep by customer.
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